
Indoor PCB Results���r���D���Œ���Z���î�ì�í�ì 
 Building 50, 52 & Corridor GSA-Kansas City 

PCB Congener 
Indoor Air 

Screening Level 
µg/m3 

Building 50 
Maximum 
Detection 

µg/m3 

Corridor 
Detection 

µg/m3 

Building 52 
Maximum 
Detection 

µg/m3 

Utility Tunnel 
Detection 

�…�P�l�u3 

Dioxin-like PCBs      
PCB 77 0.00258 bsl bsl bsl bsl 
PCB 81 0.000861 bsl ND ND bsl 
PCB 105 0.00861 bsl bsl bsl bsl 
PCB 114 0.00861 bsl bsl bsl bsl 
PCB 118 0.00861 bsl bsl bsl bsl 
PCB 123 0.00861 bsl bsl bsl bsl 
PCB 126 0.00000258 bsl ND ND bsl 
PCB 156 & 157 0.00861 bsl bsl bsl bsl 
PCB 167 0.00861 bsl bsl bsl bsl 
PCB 169 0.00000861 ND ND ND ND 
PCB 189 0.00861 bsl ND ND ND 
Non-Dioxin-like 
PCBs (Total) 1 

0.0172 0.026 bsl bsl bsl 

ND: Not Detected  
bsl: Below Screening Level.  
1 Maximum detection for non-dioxin-like PCBs represents a maximum total concentration for all non-dioxin-like congeners. 

 
 
 
 
 
 
 
 
 



Sub Slab Air PCB Results���r���D���Œ���Z���î�ì�í�ì 
 Building 50, 52 & Corridor GSA-Kansas City 

PCB Congener 
Sub Slab 

Screening Level 1 
µg/m3 

Building 50 
Maximum 
Detection 

µg/m3 

Corridor 
Detection 

µg/m3 

Building 52 
Maximum 
Detection 

µg/m3 

Utility Tunnel 
Detection  

µg/m3 

Dioxin-like PCBs      
PCB 77 0.0258 ND ND ND bsl 
PCB 81 0.00861 ND ND ND ND 
PCB 105 0.0861 bsl ND ND bsl 
PCB 114 0.0861 bsl ND ND bsl 
PCB 118 0.0861 bsl bsl ND bsl 
PCB 123 0.0861 bsl ND ND bsl 
PCB 126 0.0000258 ND ND ND ND 
PCB 156 & 157 0.0861 bsl ND ND bsl 
PCB 167 0.0861 bsl ND ND bsl 
PCB 169 0.0000861 ND ND ND ND 
PCB 189 0.0861 ND ND ND ND 
Non-Dioxin-like PCBs 
(Total) 2 

0.172 bsl bsl bsl bsl 

ND: Not Detected  
bsl: Below Screening Level.  
1 Subslab screening levels = (Indoor Air Screening Level)/0.1 (USEPA, 2002).   

2 Maximum detection for non-dioxin-like PCBs represents a maximum total concentration for all non-dioxin-like congeners. 
 


